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@ AT
CENTERLINE
PROPERTY LINE
DIAMETER

# POUND OR NUMBER
(E) EXISTING
(N) NEW

AB ANCHOR BOLT
ABV ABOVE
ACC ACCESS
ACOUS ACOUSTICAL
ACP ASPHALT CONCRETE PAVING
ACS ACCESS PANEL
ACT ACOUSTICAL TILE
AD AREA DRAIN
ADA AMERICANS with DISABILITIES
ADJ ADJUSTABLE
AFF ABOVE FINISHED FLOOR
AGGR AGGREGATE
AIB AIR INFILTRATION BARRIER
ALT ALTERNATE
ALUM ALUMINUM
APPROX APPROXIMATE
ARCH ARCHITECTURAL
ASPH ASPHALT
AUTO AUTOMATIC

BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BM BEAM
BO BOTTOM OF...
BOT BOTTOM
BRG BEARING
BSMT BASEMENT
BUR BUILT UP ROOFING

CAB CABINET
CB CATCH BASIN
CEM CEMENT
CER CERAMIC
CIP CAST-IN-PLACE
CJ CONTROL JOINT
CLG CEILING
CLK CAULKING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CNTR COUNTER
COL COLUMN
CONC CONCRETE
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
CORR CORRIDOR
CPT CARPET; CARPETED
CRS COLD ROLLED STEEL
CSK COUNTERSUNK
CT CERAMIC TILE
CTR CENTER
CU FT CUBIC FEET

DBL DOUBLE
DEMO DEMOLITION
DET DETAIL
DIA DIAMETER
DIM DIMENSION
DL DEAD LOAD
DN DOWN
DR DOOR
DR OPNG DOOR OPENING
DS DOWNSPOUT
DSP DRY STANDPIPE
DT DRAIN TILE
DW DISHWASHER
DWG DRAWING

E EAST
EA EACH
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
ENCL ENCLOSURE
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATE
EW EACH WAY
EXH FN EXHAUST FAN
EXIST EXISTING
EXP EXPANDED; EXPANSION
EXP BT EXPANSION BOLT
EXPO EXPOSED
EXT EXTERIOR

FA FIRE ALARM
FB FLAT BAR
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF EL FINISH FLOOR ELEVATION
FH FIRE HYDRANT
FHC FIRE HOSE CABINET
FIN FLR FINISH FLOOR
FF FINISH TO FINISH
FIN FINISH
FLASH FLASHING
FLR FLOOR; FLOORING
FLUOR FLUORESCENT
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOIC FURNISHED BY OWNER -

INSTALLED BY CONTRACTOR
FOM FACE OF MASONRY
FOS FACE OF STUDS
FP FIREPROOF
FPL FIREPLACE
FR FRAME
FT FOOR OR FEET
FTG FOOTING
FURR FURRING
FUT FUTURE
FW FULL WIDTH

GA GAUGE
GALV GALVANIZED
GC GENERAL CONTRACTOR
GL GLASS
GLAM GLUE-LAMINATED
GR GRADE
GWB GYPSUM WALL BOARD
GYP GYPSUM

HB HOSE BIBB
HC HOLLOW CORE
HDO HIGH DENSITY OVERLAY
HDR HEADER
HDWD HARDWOOD
HDW HARDWARE
HM HOLLOW METAL
HORIZ HORIZONTAL
HP HIGH POINT
HR HOUR
HT HEIGHT
HVAC HEATING/VENTILATING/AIR

CONDITIONING
HW HOT WATER
HWT HOT WATER TANK

ID INSIDE DIAMETER
IN INCH
INCL INCLUDED
INSUL INSULATION
INT INTERIOR
INV INVERT

JB JUNCTION BOX
JF JOINT FILLER
JT JOINT

KIT KITCHEN
KO KNOCKOUT

LAM LAMINATE, LAMINATED
LAV LAVATORY
LBS POUNDS
LF LINEAR FOOT (FEET)
LH LEFT HAND
LL LIVE LOAD
LOC LOCATION
LP LOW POINT
LT LIGHT

MAS MASONRY
MATL MATERIAL
MAX MAXIMUM
MB MACHINE BOLT
MC MEDICINE CABINET
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
MUL MULLION

N NORTH
N/A NOT APPLICABLE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NR NOISE REDUCTION
NTS NOT TO SCALE

OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER

OVERFLOW DRAIN
OFF OFFICE
OH OVERHEAD
OHWM ORDINARY HIGH WATER MARK
OPNG OPENING
OPP OPPOSITE
OSB ORIENTED STRAND BOARD

PBD PARTICLE BOARD
PCC PRECAST CONCRETE
PCF POUNDS PER CUBIC FOOT
PERF PERFORATED
PERP PERPENDICULAR
PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLWD PLYWOOD
PNL PANEL
PNT POINT
PR PAIR
PRCST PRECAST
PSF POUNDS PER CUBIC FOOT
PSI POUNDS PER SQUARE INCH
PT PRESERVATIVE TREATED
PTN PARTITION
PVC POLYVINYL CHLORIDE

R RISER
RA RETURN AIR
RAD RADIUS
RD ROOF DRAIN
REF REFERENCE
REFR REFRIGERATOR
REG REGISTER
REINF REINFORCED
REM REMAINDER
REQ REQUIRED
RESIL RESILIENT
REV REVISION; REVISIONS; REVISED
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
RWL RAIN WATER LEADER

S SOUTH
SAF SELF-ADHERED FLASHING
SAM SELF-ADHERED MEMBRANE
SC SOLID CORE
SCHED SCHEDULE
SD SMOKE DETECTOR
SECT SECTION
SG SAFETY GLASS
SHV SHELF; SHELVING
SHR SHOWER
SHT SHEET
SHT MTL SHEET METAL
SHTG SHEATHING
SIM SIMILAR
SOG SLAB ON GRADE
SPEC SPECIFICATION
SQ FT SQUARE FOOT (FEET)
SQ IN SQUARE INCH(ES)
SST STAINLESS STEEL
STD STANDARD
STL STEEL
ST STONE
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SYM SYMMETRICAL

T TREAD
T&G TONGUE AND GROOVE
TEL TELEPHONE
TER TERRAZZO
TG TEMPERED GLASS
THK THICK
TO TOP OF...
TOB TOP OF BEAM
TOC TOP OF CONCRETE; CURB
TOF TOP OF FLOOR; FOOTING; FRAME
TOM TOP OF MASONRY
TOP TOP OF PARAPET; PAVEMENT
TOPO TOPOGRAPHY
TOS TOP OF SLAB; STEEL
TOW TOP OF WALL
TS TUBE STEEL
TSTAT THERMOSTAT
TYP TYPICAL

UNO UNLESS OTHERWISE NOTED

VB VINYL BASE
VEN VENEER
VERT VERTICAL
VEST VESTIBULE
VG VERTICAL GRAIN
VIF VERIFY IN FIELD
VT VINYLT TILE

W WEST
W/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WDW WINDOW
WF WIDE FLANGE
WF BM WIDE FLANGE BEAM
WG WIRED GLASS
WH WATER HEATER
WL WATER LINE
WLD WELDED
WP WATERPROOF
WPM WATERPROOF MEMBRANE
WR WATER RESISTANT
WSCT WAINSCOT
WSG WIRE SAFETY GLASS
WTR WATER
WWF WELDED WIRE FABRIC
WWM WELDED WIRE MESH
WT WEIGHT
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3.  DOOR REFERENCE

REFERENCE DOOR
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6.  EXTERIOR ELEVATION
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8.  WALL SECTION

DRAWING NUMBER
SHEET NUMBER

DRAWING NUMBER
SHEET NUMBER

DRAWING NUMBER
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AX.XX
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SHEET NUMBER
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SYMBOLS LEGEND

MATERIALS LEGEND

ZONING / BUILDING CODE SUMMARY

PROJECT ADDRESS:
75 ALTA ROAD
STANFORD CA 94305

ASSESSOR'S PARCEL NUMBER:
142-12-002

APPLICABLE CODES AND STANDARDS:
(WITH SANTA CLARA COUNTY AMENDMENTS WHERE APPLICABLE)

2016 CALIFORNIA BUILDING STANDARDS ADMINISTRATIVE CODE 
2016 CALIFORNIA BUILDING CODE (CBC)
2016 CALIFORNIA ELECTRICAL CODE
2006 ICC ELECTRICAL CODE - ADMINISTRATIVE PROVISIONS
2016 CALIFORNIA MECHANICAL CODE (CMC)
2016 CALIFORNIA PLUMBING CODE (CPC)
2016 CALIFORNIA ENERGY CODE (TITLE 24)
2016 CALIFORNIA HISTORICAL BUILDING CODE (CHBC)
2016 CALIFORNIA FIRE CODE (CFC)
2016 NATIONAL FIRE PROTECTION ASSOCIATION (NFPA) 13 AND 72
2016 CALIFORNIA GREEN BUILDING STANDARDS CODE
2016 CALIFORNIA REFERENCE STANDARDS CODE

1997 UNIFORM CODE FOR THE ABATEMENT OF DANGEROUS BUILDINGS
2017 STANFORD SEISMIC ENGINEERING GUIDELINES
2016 STANFORD UNIVERSITY FACILITY DESIGN & CONSTRUCTION STANDARDS (FDG)

AUTHORITY HAVING JURISDICTION:
SANTA CLARA COUNTY
DEPARTMENT OF PLANNING AND DEVELOPMENT
KIRK GIRARD,  DIRECTOR
T: (408) 299-5770
F: (408) 288-9198

70 WEST HEDDING STREET, 7TH FLOOR
SAN JOSE, CA 95110

ELECTRONIC MAIL:
kirk.girard@pln.sccgov.org

LOT SIZE:
12.04 ACRES

LAND USE DESIGNATION:
A1-20S-SR

CONSTRUCTION TYPE:
VB

PROJECT DESCRIPTION:
NEW 1,689 SF COLLABORATION BUILDING ADJACENT TO BUILDING 200 AT THE CENTER 
FOR ADVANCED STUDY IN THE BEHAVIORAL SCIENCES (CASBS).  DEMOLITION OF 1,751 
SF OF EXISTING RESTROOM AND STORAGE SPACE.  LANDSCAPING INCLUDING 
UPGRADES TO ACCESSIBILITY, PLAZA SPACE, PARKING AND PLANTING AREAS.

HEIGHT:
ALLOWED: TWO STORIES BUT NOT TO EXCEED 35' IN HEIGHT
PROPOSED: 22'-0"

YARD SETBACKS:
SIDE: 15'
REAR: 25'

ENERGY CODE COMPLIANCE:
2016 CALIFORNIA ENERGY CODE (CLIMATE ZONE 3)

FIXED  U- 0.36
OPERABLE  U- 0.46
CURTAINWALL U- 0.41
GLAZED DOORS U - 0.45
DOOR U-FACTOR: 0.70

CEILING: R-30
WALL ABOVE GRADE: R-13
WALL BELOW GRADE: R-5
SLAB ON GRADE: R- 5

VICINITY MAP
STANFORD CAMPUS - NOT TO SCALE

LOCATION MAP
BAY AREA - NOT TO SCALE

GENERAL NOTES
1. CODES: ALL WORK SHALL CONFORM TO APPLICABLE LAND USE AND BUILDING 

CODES AS AMENDED BY AUTHORITIES HAVING JURISDICTION.

2. DO NOT SCALE DIMENSIONS FROM DRAWINGS.  USE CALCULATED DIMENSIONS
    ONLY.  NOTIFY THE ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST.

3. CONTRACTOR SHALL VERIFY ALL CONDITIONS PRIOR TO INITIATING THE WORK.  
NOTIFY THE ARCHITECT OF ANY DISCREPANCIES.

4. VERIFY ALL ROUGH-IN DIMENSIONS FOR EQUIPMENT.  PROVIDE ALL BUCK-OUT, 
BLOCKING, BACKING, AND JACKS REQUIRED FOR INSTALLATIONS.

5. DIMENSIONS ARE TO EXTERIOR FACE OF CONCRETE / WOOD FRAMING UNLESS 
OTHERWISE NOTED.

6. EXTERIOR WALL FRAMING 2x6 WOOD STUDS UNLESS OTHERWISE NOTED.

7. INTERIOR WALL FRAMING 2x4 WOOD STUDS UNLESS OTHERWISE NOTED.

8. ALL WORK IS NEW UNLESS INDICATED AS EXISTING (E).

PROJECT DIRECTORY

SITE ADDRESS:
75 ALTA ROAD
STANFORD CA 94305

OWNER:
STANFORD UNIVERSITY 
DEPARTMENT OF PROJECT MANAGEMENT
PHONE: (650) 736-7965 
CONTACT: PAUL FORTI
PFORTI@STANFORD.EDU

ARCHITECT:
OLSON KUNDIG
159 S. JACKSON  ST, SUITE 600
SEATTLE, WA 98104
T: 206.624.5670
F: 206.624.3730
PRINCIPAL ARCHITECT: TOM KUNDIG
CONTACT: NATHAN MESSMER
NATHANM@OLSONKUNDIG.COM

CONTRACTOR:
BLACH CONSTRUCTION
244 BLACH PL, SUITE 100
SAN JOSE, CA 95131
T: 408.244.7100
F: 408.244.2220
CONTACT: KEVIN GERICKE
KEVIN.GERICKE@BLACH.COM

CIVIL ENGINEER: 
BKF ENGINEERS
4670 WILLOW RD, SUITE 250 
T: (925) 396-7700
PLEASANTON, CA 94588
CONTACT: SANDOR HITES
SANDORHITES@BKF.COM

LANDSCAPE ARCHITECT:
SWA
2200 BRIDGEWAY BLVD 
T: (415) 332-5100
SAUSALITO CA 94965
CONTACT: BILL HYNES
WHYNES@SWAGROUP.COM

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS
1601 FIFTH AVE, SUITE 1600
SEATTLE WA 98101
T: (206) 622-5822
CONTACT: AMIE SULLIVAN
AMIE.SULLIVAN@KPFF.COM

LIGHTING:
NITEO LIGHTING
1932 1ST AVENUE, SUITE 174
SEATTLE, WA 98101
T:(206) 456-4554
CONTACT: JASON EDLING
JASON@NITEOLIGHTING.COM
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OCCUPANCY

RM NAME AREA OCC. FUNCTION FACTOR LOAD

010 ROOM A LARGE 642 SF B ASSEMBLY UNCONCENTRATED 15 SF 43
011 STORAGE 54 SF B ACCESSORY STORAGE 300 SF 1
020 ROOM C SMALL 126 SF B ASSEMBLY UNCONCENTRATED 15 SF 9
021 A / V 17 SF B ACCESSORY STORAGE 300 SF 1
030 ROOM B MEDIUM 313 SF B ASSEMBLY UNCONCENTRATED 15 SF 21
040 HALL 64 SF B CIRCULATION 0 SF
050 QUIET ROOM 43 SF B ASSEMBLY UNCONCENTRATED 15 SF 3
060 IT OFFICE 171 SF B BUSINESS 100 SF 2
070 ADA W.C. / SHOWER 101 SF B RESTROOM 0 SF

1532 SF 80

ASX SUBMITTAL



E
X

IS
TI

N
G

C
O

N
D

IT
IO

N
S

S
TA

N
FO

R
D

C
AS

BS
75

A
LT

A
R

O
AD

C0.0
1 2



E
X

IS
TI

N
G

C
O

N
D

IT
IO

N
S

S
TA

N
FO

R
D

C
AS

BS
75

A
LT

A
R

O
AD

C0.1
2 2



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

LEGEND

C1.00

SITE UTILITY
DEMOLITION PLAN

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

LEGEND

ABBREVIATIONS

NOTES:

C2.00

SITE UTILITY PLAN

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

C3.00

SITE GRADING PLAN

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

C4.00

SITE FIRE ACCESS
PLAN

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

C5.00

CIVIL DETAILS

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

C5.10

CIVIL DETAILS

D
2

M
IN

C
LE

A
R

NEW HWSR

MINIMUM UTILITY
SEPARATION REQUIREMENTS

4
-

NOTES

NEW HWSR
D1

MIN CLEAR

TABLE 2

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

EX1.00

EXISTING SITE
PERMEABILITY
PLAN

ASX SUBMITTAL



p
ro

je
ct

:

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

C
A

SB
S

St
an

fo
rd

U
n
iv

er
si

ty
7

5
A

lt
a

R
d

,
St

an
fo

rd
,
C

A
9
4
3
0
5

SH

SR

SH

16006

03/12/2019

NOT FOR CONSTRUCTION

Author

ASA SUBMITTAL

EX2.00

PROPOSED SITE
PERMEABILITY
PLAN

ASX SUBMITTAL



22 23 24 25 26 27

FF

EE

GG

101 SF

ACCESSIBLE
SHOWER ROOM

050

126 SF

SMALL
CONFERENCE

313 SF

LARGE
CONFERENCE

010

170 SF

IT OFFICE
060

43 SF

PHONE ROOM /
QUIET WORK

SPACE

17 SF
A/V CLOSET

54 SF

CONFERENCE
STORAGE

643 SF

EXTRA LARGE
CONFERENCE

45
 - 

N1

46
 - 

N1

F5

CORRIDOR
040

F1

F5 F5

3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

North

N

000 15 30

1" = 30'

KEY PLAN

L0.0

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

TREE PROTECTION,
RELOCATION AND
DEMOLITION NOTES

L1.0

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

TREE PROTECTION,
RELOCATION AND
DEMOLITION

L1.1

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

TREE PROTECTION,
RELOCATION AND
DEMOLITION

L1.2

ASX SUBMITTAL



ASX SUBMITTAL



101 SF

ACCESSIBLE
SHOWER ROOM

050

126 SF

SMALL
CONFERENCE

313 SF

LARGE
CONFERENCE

010

170 SF

IT OFFICE
060

43 SF

PHONE ROOM /
QUIET WORK

SPACE

17 SF
A/V CLOSET

54 SF

CONFERENCE
STORAGE

643 SF

EXTRA LARGE
CONFERENCE

45
 - 

N1

46
 - 

N1

F5

CORRIDOR
040

F1

F5 F5

3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

LANDSCAPE
SITE PLAN

L2.1

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

LANDSCAPE
SITE PLAN

L2.2

ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

PLANT LIST AND
NOTES

L4.0

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

PLANTING
PLAN

L4.1

ASX SUBMITTAL



3/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

-

-

-

Checker

STFS601

10/12/2018

Author

2
2
0
0
 
B
r
i
d
g
e
w
a
y

S
a
u
s
a
l
i
t
o
,
 
C
a
l
i
f
o
r
n
i
a

9
4
9
6
5
-
1
7
5
0

U
n
i
t
e
d
 
S
t
a
t
e
s

w
w
w
.
s
w
a
g
r
o
u
p
.
c
o
m

+
1
.
4
1
5
.
3
3
2
.
5
1
0
0
 
o

Scale North

000 5 10

1" = 10' N

PLANTING
PLAN

L4.2

ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



ASX SUBMITTAL



H

Y D

1 6

B

A

BLDG 200BLDG 210

BLDG 250

BLDG 240 BLDG 270

ALTA ROAD

PARKING

DEVELOPABLE LAND BOUNDARY

PR
OP

ER
TY

 LI
NEPR

OP
ER

TY
 LI

NE

(E) FIRE LANE

LIMITS OF WORK, 
APPROXIMATELY 44,250 SF

NEW TRASH ENCLOSURE,
SEE LANDSCAPE

FIRE HYDRANT

CARE TAKER'S HOUSE

EXISTING RESTROOM AND 
STORAGE BUILDINGS TO 
BE DEMOLISHED, 1,751 SF

NEW 1,689 SF NEW 
COLLABORATION BUILDING, 
FINISH FLOOR ELEVATION 289.6', 
ROOF LINE SHOWN DASHED

65'-0"

26
'-0

"

AL
IG

N 
GR

ID
 T

O 
F.

O.
 B

LD
G 

20
0

(E) TRASH ENCLOSURE 
TO BE DEMOLISHED

SEE LANDSCAPE FOR 
PAVING, STRIPING, 
PLANTING, AND IRRIGATION 
IMPROVEMENTS

NO
RT

H
(R

EF
ER

EN
CE

 N
OR

TH
)

SO
UT

H

WEST

EAST

NEW BLDG.

200

21
0

25
0

24
0

27
0

230
220

260

280

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

SITE PLAN

A1.00

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

SCALE:   1" = 20'-0"
1

SITE PLAN N0 20' 40' 60'10'

PROJ. N

ASX SUBMITTAL



A3.02
2

1 2 3 4 5 6

B

A

A3.02
1

2
A3.01

592 SF

CRAWL SPACE
001

26
' - 

0"

13' - 0" 13' - 0" 13' - 0" 13' - 0" 13' - 0"

3' 
- 0

"
6' 

- 0
"

F2FD

FOOTINGS, GRADE BEAMS, 
AND PILES PER STRUCT.

MAIN LEVEL ABOVE

COLUMN PER STRUCTURAL

A3.02
3

POTENTIAL LOCATION HVAC 
CONDENSING UNIT, 
APPROXIMATE SIZE 

65' - 0"

1. ALL PLAN DIMENSIONS ARE TO GRID LINE, FACE OF 
FRAMING, OR FACE OF CONCRETE UNO.

2. DASHED FURNITURE = FURNISHED BY OWNER -
INSTALLED BY CONTRACTOR (FOIC).

3. ALL DIMENSIONS TO EXISTING CONSTRUCTION ARE 
APPROXIMATE, TO BE VERIFIED IN FIELD (VIF).

GENERAL NOTES

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

FLOOR PLAN -
LOWER LEVEL

A2.01

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

N

SCALE:   1/4" = 1'-0"
1

LOWER LEVEL 0 2' 4' 8' 12'1' 3'

PROJ. N

ASX SUBMITTAL



A3.02
2

1 2 3 4 5 6

B

A

C

26
' - 

0"
5' 

- 1
0"

13' - 0" 13' - 0" 13' - 0" 13' - 0" 13' - 0"

65' - 0"

101 SF

ADA W.C. /
SHOWER

070

A3.02
1

2
A3.01

1
A3.01

4
A3.01

3
A3.01

126 SF

ROOM C SMALL
020

313 SF

ROOM B MEDIUM
030

171 SF

IT OFFICE
060

43 SF

QUIET ROOM
050

17 SF

A / V
021

54 SF

STORAGE
011

642 SF

ROOM A LARGE
010

1'-
0"

   95

64 SF

HALL
040

LINE OF ROOF 
AWNING, TYP

LINE OF ROOF 
VISOR ABOVE, TYP

F5

A3.02
3

CASBS SIGN

4' 
- 2

"

F1

3' - 8 1/2" 2' - 7 1/2" 3' - 8 1/4" 3' - 4"

5' 
- 6

 3/
4"

10
' - 

4 1
/4"

F6

12
' - 

10
 3/

8"
 F

.O
.F

.

F5

3' 
- 0

"

1. ALL PLAN DIMENSIONS ARE TO GRID LINE, FACE OF 
FRAMING, OR FACE OF CONCRETE UNO.

2. DASHED FURNITURE = FURNISHED BY OWNER -
INSTALLED BY CONTRACTOR (FOIC).

3. ALL DIMENSIONS TO EXISTING CONSTRUCTION ARE 
APPROXIMATE, TO BE VERIFIED IN FIELD (VIF).

GENERAL NOTES

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

FLOOR PLAN - MAIN
LEVEL

A2.02

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

SCALE:   1/4" = 1'-0"
1

MAIN LEVEL 0 2' 4' 8' 12'1' 3' N

PROJ. N

ASX SUBMITTAL



A3.02
2

1 2 3 4 5 6

B

A

C

A3.02
1

65' - 0"

5' 
- 1

0"
26

' - 
0"

13' - 0" 13' - 0" 13' - 0" 13' - 0" 13' - 0"

2' 
- 0

"

2' - 0"

2' 
- 0

"

ROOF AWNING

R1

DS DS

13
' - 

0"

CLDS

1/4
" /

 12
"

1/4
" /

 12
"

1/4
" /

 12
"

1/4
" /

 12
"

1/4
" /

 12
"

1/4
" /

 12
"

1/4" / 12" 1/4" / 12" 1/4" / 12" 1/4" / 12" 1/4" / 12" 1/4" / 12"

ROOF VISOR

12"

1' 
- 0

"

1' - 0"1' - 0"

WELDED MTL DIVERTER

A3.02
3

4' 
- 2

"

R1x

1. ALL PLAN DIMENSIONS ARE TO GRID LINE, FACE OF 
FRAMING, OR FACE OF CONCRETE UNO.

2. DASHED FURNITURE = FURNISHED BY OWNER -
INSTALLED BY CONTRACTOR (FOIC).

3. ALL DIMENSIONS TO EXISTING CONSTRUCTION ARE 
APPROXIMATE, TO BE VERIFIED IN FIELD (VIF).

GENERAL NOTES

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

ROOF PLAN

A2.03

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

SCALE:   1/4" = 1'-0"
1

ROOF PLAN N0 2' 4' 8' 12'1' 3'

PROJ. N

ASX SUBMITTAL



MAIN LEVEL

289' - 6"

B AC

WEATHERING 
STEEL PANEL

PAINTED STEEL 
ROOF AWNING WITH 
HEMMED EDGE 
SLOPES PER PLAN

STRUCTURAL 
COLUMN, PAINTED

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

5' - 10" 26' - 0"

1' 
- 6

"
10

' - 
6"

TYP
3' - 3"1' - 6 5/8"

6' - 0" 3' - 0"3' - 4 3/8"

CRAWL SPACE

282' - 2"

MAIN LEVEL

289' - 6"

BA C

HEIGHT LIMIT

317' - 2"

HE
IG

HT
 LI

MI
T 

= 
TW

O 
ST

OR
IE

S 
BU

T 
NO

T 
TO

 E
XC

EE
D 

35
' IN

 H
EI

GH
T

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

1' 
- 6

"
10

' - 
6"

26' - 0" 5' - 10" 4' - 2"

POTENTIAL LOCATION FOR 
HVAC CONDENSING UNIT 
(APPROXIMATE SIZE 
SHOWN DASHED)

WEATHERING STEEL PANEL

TYP
3' - 3" 1' - 6 5/8"

3' - 0" 6' - 0" 3' - 4 3/8"

6' 
- 0

"

MAIN LEVEL

289' - 6"

1 2 3 4 5 6

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

ROOF VISOR

2' 
- 6

"
8' 

- 0
"

13' - 0"13' - 0"13' - 0"13' - 0"13' - 0"

WEATHERING STEEL PANEL, TYP

C.I.P. CONCRETE

TYP
3' - 3"

TYP
EQ

TYP
EQ

MAIN LEVEL

289' - 6"

123456

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

13' - 0"13' - 0"13' - 0"13' - 0"13' - 0"

WEATHERING STEEL 
PANEL, TYP

1' - 4 1/2" 3' - 3" 3' - 3" 3' - 3" 1' - 9 7/8"
TYP

4' - 0"
TYP

6' - 0"
TYP

3' - 4 3/8"

TY
P

2' 
- 6

"
5' 

- 6
"

2' 
- 6

"

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

EXTERIOR
ELEVATIONS

A3.01

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

SCALE:   1/4" = 1'-0"
3

NORTH ELEVATION
SCALE:   1/4" = 1'-0"

2
SOUTH ELEVATION

SCALE:   1/4" = 1'-0"
1

WEST ELEVATION

SCALE:   1/4" = 1'-0"
4

EAST ELEVATION

ASX SUBMITTAL



CRAWL SPACE

282' - 2"

MAIN LEVEL

289' - 6"

BA C

B.O. CEILING

298' - 11"

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

26' - 0" 5' - 10"

QUIET ROOM
050

ROOM C SMALL
020

NON-DUCTED CEILING FAN COIL 
UNIT WITHIN STRUCTURE AT 
SMALL CONFERENCE

STORAGE
011

CONCRETE OVER STRUCTURAL 
SLAB AND COMPRESSIBLE VOID 
FORM PER STRUCTURAL

CRAWL SPACE

282' - 2"

MAIN LEVEL

289' - 6"

1 2 3 4 5 6

592 SF

CRAWL SPACE
001

HEIGHT LIMIT

317' - 2"

B.O. CEILING

298' - 11"

T.O. ROOF

301' - 1"

HE
IG

HT
 LI

MI
T 

= 
TW

O 
ST

OR
IE

S 
BU

T 
NO

T 
TO

 E
XC

EE
D 

35
' IN

 H
EI

GH
T

TRANSOM

297' - 6"

COL. BEYOND, TYP

13' - 0" 13' - 0" 13' - 0" 13' - 0" 13' - 0"

COL. PER STRUCT.

ROOM B MEDIUM
030

ROOM A LARGE
010

EXPOSED SUPPLY DUCT 
AT CENTER OF ROOM

IT OFFICE
060

STORAGE
011

ELEVATED CONCRETE SLAB 
W / TOPPING SLAB PER 
STRUCTURAL

STRUCTURAL SLAB OVER 
COMPRESSIBLE VOID FORM 
PER STRUCTURAL

CONCRETE OVER STRUCTURAL 
SLAB AND COMPRESSIBLE 
VOID FORM PER STRUCTURAL

CRAWL SPACE

282' - 2"

MAIN LEVEL

289' - 6"

BA C

B.O. CEILING

298' - 11"

T.O. ROOF

301' - 1"

TRANSOM

297' - 6"

HALL
040

IT OFFICE
060

CRAWL SPACE
001

26' - 0" 5' - 10"

2' 
- 2

"
1' 

- 5
"

8' 
- 0

"
7' 

- 4
"

5"

REGISTERED

ARCHITECT

THOMAS WALTER KUNDIG

STATE OF WASHINGTON

3904

p
ro

je
c
t:

principal architect

project manager

drawn by

checked by

job no.

date

date

revisions:

byno.

03/12/2019

BUILDING SECTIONS

A3.02

C
A

S
B
S
 S

ta
n
fo

rd
 U

n
iv

e
rs

it
y

7
5
 A

lt
a
 R

d
, 
S
ta

n
fo

rd
, 
C

A
 9

4
3
0
5

TK

DM

EH, NM

16006

03/12/2019

NOT FOR CONSTRUCTION

ASA SUBMITTAL

SCALE:   1/4" = 1'-0"
2

EAST/WEST SECTION - CONFERENCE

SCALE:   1/4" = 1'-0"
1

NORTH/SOUTH SECTION 0 2' 4' 8' 12'1' 3'

0 2' 4' 8' 12'1' 3'

SCALE:   1/4" = 1'-0"
3

EAST/WEST SECTION - SUPPORT 0 2' 4' 8' 12'1' 3'

ASX SUBMITTAL


	Sheets
	A0.00 - GENERAL INFORMATION
	A1.00 - SITE PLAN
	A2.01 - FLOOR PLAN - LOWER LEVEL
	A2.02 - FLOOR PLAN - MAIN LEVEL
	A2.03 - ROOF PLAN
	A3.01 - EXTERIOR ELEVATIONS
	A3.02 - BUILDING SECTIONS

	L2.0 MATERIAL SCHEDULE AND NOTES
	L2.0 MATERIAL SCHEDULE AND NOTES
	L2.2 LANDSCAPE SITE PLAN

